Stockton Fire Department

Occupancy: GC MACHINING INC
Occupancy ID: 575
Address: 3728 Imperial ST
Stockton CA 95210

Inspection Type: OPERATIONAL - ANNUAL
Inspection Date: 3/11/2020
Time In: 14:00
Time Out: 14:45
Authorized Date: 05/28/2020

Form: SFD GENERAL INSPECTION

Inspection Topics:

Additional Time Spent on Inspection:

<table>
<thead>
<tr>
<th>Category</th>
<th>Start Date / Time</th>
<th>End Date / Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>Notes:</td>
<td>No Additional time recorded</td>
<td></td>
</tr>
</tbody>
</table>

Total Additional Time: 0 minutes
Inspection Time: 45 minutes
Total Time: 45 minutes

Summary:

Overall Result: Approved
Inspector Notes:

Closing Notes:

By order of the Fire Chief and Fire Marshal.

All non-compliant issues shall be completed within the noted re-inspection date. Additional charges shall incur after the first re-inspection at an hourly rate, in increments of one hour.

Approval as the result of this inspection shall not be construed to be an approval of a violation of the provisions of this code or of other ordinances of the jurisdiction.

Inspector:

Name: Williams, Roy
Rank: Program Specialist
Work Phone(s): None on file

Representative Signature:

Signature ___________________________ Date ___________________________
## Inspection Topics:

### GENERAL INFORMATION

**Customer Number**
Use the customer number from the brick.

**Status:** Approved  
**Notes:** 60646

**Permit Type Required**
CFC 105 - List all required Operational Fire Permits

**Status:** Approved  
**Notes:** High pile storage  
Refrigeration  
Flam liq.  
Battery

### BUILDING INFORMATION

**Fire alarm?**
Does the FACP display read "NORMAL"? Verify annual service through service records kept in the document box on the FACP. Is signage in place identifying the FACP location?

**Status:** Approved  
**Notes:** Normal

**Fire Sprinklers?**
Confirm fire sprinklers have current annual and 5 year certification tags on each riser.

**Status:** Approved  
**Notes:** 5 year tag 12/2019 System TECH @ 916-332-1266

### Additional Time Spent on Inspection:

<table>
<thead>
<tr>
<th>Category</th>
<th>Start Date / Time</th>
<th>End Date / Time</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Notes:</strong></td>
<td>No Additional time recorded</td>
<td></td>
</tr>
</tbody>
</table>

**Total Additional Time:** 0 minutes  
**Inspection Time:** 0 minutes  
**Total Time:** 0 minutes

### Summary:

**Overall Result:** Approved  
**Inspector Notes:**

---

**Printed on 04/05/21 at 10:51:15**
**Closing Notes:**

By order of the Fire Chief and Fire Marshal.

All non-compliant issues shall be completed within the noted re-inspection date. Additional charges shall incur after the first re-inspection at the prevailing hourly rate, in increments of one hour.

Approval as the result of this inspection shall not be construed to be an approval of a violation of the provisions of this code or of other ordinances of the jurisdiction.

**Inspector:**

Name: Williams, Roy  
Rank: Program Specialist  
Work Phone(s): None on file

---

**Signature**

**Date**

**Representative Signature:**

---

**Signature**

**Date**