**General Information**

**Business Rep/Contact Number**
Enter the name and phone number of the responsible party.

- **Status:** Approved
- **Notes:** George Cruz. 209-472-7691

**Current Operational Fire Permit posted?**
Current Operational Fire Permit shall be posted with other licenses and permits as required.

- **Status:** Approved
- **Notes:** Yes

**Current Stockton Business License posted?**
Current Stockton Business License shall be posted for current occupant.

- **Status:** Approved
- **Notes:** Yes. Expiration date 12, 31, 2021.

**Has contact information changed?**
Has any of the customer information changed since last inspection? If so, new information shall be recorded and submitted to support staff for updates.

- **Status:** Approved
- **Notes:** No

**Permit Type Required**
CFC 105 - List all required Operational Fire Permits

- **Status:** Approved
- **Notes:** Repair/service garage inspection, repair/service garage administrative.

**Building Information**

**Knox box in place?**
Confirm the keys are current, update as needed.

- **Status:** Approved
- **Notes:** No

**Fire alarm?**
Does the FACP display read "NORMAL"? Verify annual service through service records kept in the document box on the FACP. Is signage in place identifying the FACP location?

- **Status:** Approved
- **Notes:** Occupancy does not have access to FACP room. Property management company has controlled access to FACP room.
Fire Sprinklers?
Confirm fire sprinklers have current annual and 5 year certification tags on each riser.

**Status:** Approved  
**Notes:** 5 year date 6/2017. Annual date 5/2020.

### EXITING

Means of egress shall be illuminated when the building space is occupied. Exit signs shall be internally or externally illuminated at all times; signs shall be connected to an emergency power system that provides illumination for not less than 90 minutes in case of primary power loss in areas with two or more exits.

CFC 1008.2

**Status:** Approved  
**Notes:** Multiple illuminated exit signs with and without emergency lights not operational throughout occupancy.  
Rear egress in detail department. Front egress in office.  
All emergency lights must be serviced.  
5/26/2021. All violations corrected.

### EXTINGUISHING AND ALARM SYSTEMS

Fire alarm systems shall be monitored by an approved supervising station in accordance with this section and NFPA 72.

CFC Chapter 9

**Status:** Disapproved  
**Notes:** Occupancy does not have access to FACP room. Property management company has controlled access to FACP room.

Provide access to Fire alarm Panel room with a Knox Box.

### ELECTRICAL

Cover open junction boxes and open-wiring. Approved covers shall be provided for all switch and electrical outlet boxes.

CFC 605.6

**Status:** Approved  
**Notes:** Exposed electrical in manufacturing area above hardware assembly egress door, Junction box needs cover.  
Provide permanently installed and easily recognizable signage to identify fire department equipment and equipment locations. CFC 509.1 Fire Code Official shall determine signage and required locations.

**Status:** Approved  
**Notes:** Roof access signs required. Signs to be posted on interior access doors.  

### Additional Time Spent on Inspection:

<table>
<thead>
<tr>
<th>Category</th>
<th>Start Date / Time</th>
<th>End Date / Time</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Notes:** No Additional time recorded

**Total Additional Time:** 0 minutes  
**Inspection Time:** 39 minutes  
**Total Time:** 39 minutes

### Summary:

**Overall Result:** Approved


### Closing Notes:

By order of the Fire Chief and Fire Marshal. All non-compliant issues shall be completed within the noted re-inspection date. Additional charges shall incur after the first re-inspection at the prevailing hourly rate, in increments of one hour. Approval as the result of this inspection shall not be construed to be an approval of a violation of the provisions of this code or of other ordinances of the jurisdiction. STOCKTON FIRE DEPARTMENT - FIRE PREVENTION DIVISION 345 N EL DORADO ST - STOCKTON, CA 95202 - (209)937-8271

### Inspector:

Name: Bixler, Michael S  
Rank: Fire Prevention Inspector II  
Work Phone(s): 209-990-1408  
Bixler, Michael S:

Signed on: 04/13/2021 15:19

Printed on 10/05/21 at 11:23:43
### Stockton Fire Department

**Occupancy:** SHERWIN-WILLIAMS AUTO FINISHES  
**Occupancy ID:** 60428  
**Address:** 3734 Imperial WAY Apt/Suite #D  
Stockton CA 95215  

**Inspection Type:** NOTICE OF VIOLATION  
**Inspection Date:** 5/14/2021  
**By:** Williams, Roy (18340)  
**Time In:** 09:57  
**Time Out:** 17:36  
**Authorized Date:** Not Authorized  
**By:**

### Inspection Topics:

**Form:** SFD GENERAL INSPECTION

**GENERAL INFORMATION**

<table>
<thead>
<tr>
<th>Business Rep/Contact Number</th>
</tr>
</thead>
<tbody>
<tr>
<td>Enter the name and phone number of the responsible party.</td>
</tr>
</tbody>
</table>

**Status:** Approved  
**Notes:**

---

![Card Image](image-url)
Current Operational Fire Permit posted?

Current Operational Fire Permit shall be posted with other licenses and permits as required.

**Status:** Approved

**Notes:**

---

Current Stockton Business License posted?

Current Stockton Business License shall be posted for current occupant.

**Status:** Approved

**Notes:** Expire 7/2021

---

Permit Type Required

CFC 105 - List all required Operational Fire Permits

**Status:** Approved

**Notes:** Flammable liquids.
Knox box in place?
Confirm the keys are current, update as needed.

**Status:** Required
**Notes:** None.
Provide Knox box for fire department access.

Fire alarm?
Does the FACP display read “NORMAL”? Verify annual service through service records kept in the document box on the FACP. Is signage in place identifying the FACP location?

**Status:** Disapproved
**Notes:** Occupancy does not have access to FACP room. Property management company has controlled access to FACP room.

Fire Sprinklers?
Confirm fire sprinklers have current annual and 5 year certification tags on each riser.

**Status:** Correction Pending
**Notes:** Fire sprinklers need 5-year service tag.
ACCESS

Provide approved address numbers in a position to be plainly legible from the street or road fronting the property. Numbers shall contrast in color from background. Number shall not be spelled out. Each character shall not be less than 12 inches high. Where the building cannot be viewed from the public way a monument pole or other sign shall be used to identify the structure. Address identification shall be maintained. Numbers shall be 4 inches high for residential.

SMC 15.12.030

Status: FAIL
Notes: Suite letter on each unit are not in order.

EXTINGUISHING AND ALARM SYSTEMS

Automatic fire sprinkler system shall be serviced and tested quarterly, annually, and every five (5) years. Current service tag is required.

CFC Ch. 9

Status: FAIL
Notes: Need 5-year service.
Provide records for fire sprinklers system service.

Fire alarm systems shall be monitored by an approved supervising station in accordance with this section and NFPA 72.

CFC Chapter 9

Status: Disapproved
Notes: Occupancy does not have access to FACP room. Property management company has controlled access to FACP room.

Provide access to fire alarm panel with a Knox Box.

Provide record for fire alarm panel.
### GENERAL SAFETY & HOUSEKEEPING

All areas shall be kept free of excess combustibles, litter, and/or rubbish.

**CFC 304**

**Status:** Approved  
**Notes:**

### HAZARDOUS MATERIALS

Hazardous materials storage exceeds permitted amount.

**CFC 105.6.20, Table 105.6.20**

**Status:** Approved  
**Notes:** Paint mixing room.

### Additional Time Spent on Inspection:

<table>
<thead>
<tr>
<th>Category</th>
<th>Start Date / Time</th>
<th>End Date / Time</th>
<th>Notes: No Additional time recorded</th>
</tr>
</thead>
</table>

| Total Additional Time: 0 minutes |
| Inspection Time: 459 minutes |
| Total Time: 459 minutes |

### Summary:

**Overall Result:** Notice of Violation  
**Inspector Notes:** Fire sprinklers, fire alarm, Knox box and address refer to property manager. Customer inspection passed.
Closing Notes:

By order of the Fire Chief and Fire Marshal. All non-compliant issues shall be completed within the noted re-inspection date. Additional charges shall incur after the first re-inspection at the prevailing hourly rate, in increments of one hour. Approval as the result of this inspection shall not be construed to be an approval of a violation of the provisions of this code or of other ordinances of the jurisdiction. STOCKTON FIRE DEPARTMENT - FIRE PREVENTION DIVISION 345 N EL DORADO ST - STOCKTON, CA 95202 - (209)937-8271

Inspector:

Name: Williams, Roy
Rank: Program Specialist
Work Phone(s): None on file

Williams, Roy:

\[ Signature \]

Signed on: 05/14/2021 11:13

Representative Signature:

Signature of: Matthew garties on 05/14/2021 11:14

\[ Signature \]