Stockton Fire Department

Occupancy: DR 3
Occupancy ID: 94369
Address: 4447 S Airport WAY
Stockton CA 95205

Inspection Type: OPERATIONAL - ANNUAL
Inspection Date: 12/16/2020
By: Williams, Roy (18340)
Time In: 13:13
Time Out: 15:21
Authorized Date: Not Authorized
By:

Inspection Topics:

GENERAL INFORMATION

Current Operational Fire Permit posted?
Current Operational Fire Permit shall be posted with other licenses and permits as required.
Status: Approved
Notes:

Current Stockton Business License posted?
Current Stockton Business License shall be posted for current occupant.
Status: Approved
Notes:
Permit Type Required
CFC 105 - List all required Operational Fire Permits

**Status:** Approved

**Notes:**
Combust fibr storage
Mattress recycling.
Max storage is post on the wall.
6 feet of mattress items. And combustible fiber
Wood is 12 feet.
Metal is 2 feet below sprinklers heads.

---

**BUILDING INFORMATION**

Knox box in place?
Confirm the keys are current, update as needed.

**Status:** Approved

**Notes:**
Fire Sprinklers?
Confirm fire sprinklers have current annual and 5 year certification tags on each riser.

**Status:** Approved

**Notes:**

ACCESS

Fire access roads shall not be obstructed in any manner, including the parking of vehicles. Traffic calming devices shall be prohibited unless approved by the Fire Code Official.

**CFC 503**

**Status:** Approved

**Notes:**
EXITING

Minimum exit corridor width shall be maintained. The minimum width or required capacity of corridors shall be unobstructed.

CFC 1020, Table 1020.2

Status: Corrected Upon Reinspection

Notes: Keep exit clear.

EXTINGUISHING AND ALARM SYSTEMS

Fire alarm system shall be serviced and tested annually.

CFC Chapter 9

Status: Approved

Notes:
Automatic fire sprinkler system shall be serviced and tested quarterly, annually, and every five (5) years. Current service tag is required.

CFC Ch. 9

Status: Approved

Notes:

Fire protection systems and equipment shall be maintained in good condition, replaced, repaired, or modified as required.

CFC Ch. 9

Status: Corrected Upon Reinspection

Notes: Keep fire hose clear.
GENERAL SAFETY & HOUSEKEEPING

Storage shall be maintained 2 feet or more below the ceiling in nonsprinklered areas of buildings or a minimum of 18 inches below sprinkler deflectors in sprinklered areas of buildings. Storage shall be orderly.

CFC 315.3.1

**Status:** Corrected Upon Reinspection

**Notes:**
- Maximum storage height of matteres and matteres parts is 6 feet.
- Wood products is 12 feet.
- Metal parts is 2 feet below sprinklers heads.

---

All areas shall be kept free of excess combustibles, litter, and/or rubbish.

CFC 304

**Status:** Approved

**Notes:**
Provide permanently installed and easily recognizable signage to identify fire department equipment and equipment locations. CFC 509.1 Fire Code Official shall determine signage and required locations.

**Status:** Approved

**Notes:**
1. Maximum storage height Sign will be next to entrance door.
   Also one each on each outside wall of the building.
Additional Time Spent on Inspection:

<table>
<thead>
<tr>
<th>Category</th>
<th>Start Date / Time</th>
<th>End Date / Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>Notes:</td>
<td>No Additional time recorded</td>
<td></td>
</tr>
</tbody>
</table>

Total Additional Time: 0 minutes
Inspection Time: 128 minutes
Total Time: 128 minutes

Summary:

Overall Result: Pending
Inspector Notes:

Closing Notes:

By order of the Fire Chief and Fire Marshal. All non-compliant issues shall be completed within the noted re-inspection date. Additional charges shall incur after the first re-inspection at the prevailing hourly rate, in increments of one hour. Approval as the result of this inspection shall not be construed to be an approval of a violation of the provisions of this code or of other ordinances of the jurisdiction.

STOCKTON FIRE DEPARTMENT - FIRE PREVENTION DIVISION 345 N EL DORADO ST - STOCKTON, CA 95202 - (209)937-8271

Inspector:

Name: Williams, Roy
Rank: Program Specialist
Work Phone(s): None on file
Williams, Roy:  "340"  
Signed on: 12/16/2020 15:21

Signature  Date

Representative Signature:

Signature  Date
# Stockton Fire Department

**Occupancy:** S & S SERVICE SOLUTIONS, INC.

**Occupancy ID:** 81846

**Address:** 4447 S Airport WAY Apt/Suite #B

**Stockton CA 95206**

**Inspection Type:** OPERATIONAL - ANNUAL

**Inspection Date:** 11/5/2020  
**Time In:** 13:43  
**Time Out:** 13:57  
**By:** Bixler, Michael S (28091)

**Authorized Date:** 04/01/2021  
**By:** Bixler, Michael S (28091)

---

## Inspection Topics:

### GENERAL INFORMATION

**Business Rep/Contact Number**

Enter the name and phone number of the responsible party.

- **Status:** Approved  
- **Notes:** Zack Jones. 209-982-9870

**Current Operational Fire Permit posted?**

Current Operational Fire Permit shall be posted with other licenses and permits as required.

- **Status:** Approved  
- **Notes:** No

**Current Stockton Business License posted?**

Current Stockton Business License shall be posted for current occupant.

- **Status:** Approved  
- **Notes:** No

**Has contact information changed?**

Has any of the customer information changed since last inspection? If so, new information shall be recorded and submitted to support staff for updates.

- **Status:** Approved  
- **Notes:** No

### BUILDING INFORMATION

**Knox box in place?**

Confirm the keys are current, update as needed.

- **Status:** Approved  
- **Notes:** No

**Fire alarm?**

Does the FACP display read “NORMAL”? Verify annual service through service records kept in the document box on the FACP. Is signage in place identifying the FACP location?

- **Status:** Approved  
- **Notes:** No

**Fire Sprinklers?**

Confirm fire sprinklers have current annual and 5 year certification tags on each riser.

- **Status:** Approved  
- **Notes:** No
Cover open junction boxes and open-wiring. Approved covers shall be provided for all switch and electrical outlet boxes.

CFC 605.6

**Status:** Approved

**Notes:** Exposed electrical. Junction box connected to beam at entry missing cover, above south rollup door next to West wall. 12/10/2020. All violations corrected

---

**ELECTRICAL**

Cover open junction boxes and open-wiring. Approved covers shall be provided for all switch and electrical outlet boxes.

CFC 605.6

**Status:** Approved

**Notes:** Exposed electrical. Junction box connected to beam at entry missing cover, above south rollup door next to West wall. 12/10/2020. All violations corrected

---

**Additional Time Spent on Inspection:**

<table>
<thead>
<tr>
<th>Category</th>
<th>Start Date / Time</th>
<th>End Date / Time</th>
</tr>
</thead>
<tbody>
<tr>
<td>Notes:</td>
<td>No Additional time recorded</td>
<td></td>
</tr>
</tbody>
</table>

**Total Additional Time:** 0 minutes

**Inspection Time:** 14 minutes

**Total Time:** 14 minutes

---

**Summary:**

**Overall Result:** Approved


---

**Closing Notes:**

By order of the Fire Chief and Fire Marshal. All non-compliant issues shall be completed within the noted re-inspection date. Additional charges shall incur after the first re-inspection at the prevailing hourly rate, in increments of one hour. Approval as the result of this inspection shall not be construed to be an approval of a violation of the provisions of this code or of other ordinances of the jurisdiction. STOCKTON FIRE DEPARTMENT - FIRE PREVENTION DIVISION 345 N EL DORADO ST - STOCKTON, CA 95202 - (209)937-8271

---

**Inspector:**

Name: Bixler, Michael S

Rank: Fire Prevention Inspector II

Work Phone(s): 209-990-1408

Bixler, Michael S:

[Signature]

Signed on: 11/05/2020 13:56

---

Printed on 07/23/21 at 15:14:50
Representative Signature:

Signature of: Zack Jones on 11/05/2020 13:57

[Signature]

<table>
<thead>
<tr>
<th>Signature</th>
<th>Date</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
</tr>
</tbody>
</table>